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ADDENDUM NO. 5 

TO:    ALL BIDDERS 

PROJECT: ITB PW 46-21 – VETERANS PARK 

BID TIME AND DATE: 03:00 PM local time on June 09, 2021 No Change 

June 3, 2021 

The following items are hereby incorporated into the project manual, procurement documents, 
contract documents, plans and specifications: 

ITEM NO. 1 – QUESTIONS RECEIVED SINCE PUBLICATION OF ADDENDUM NO. 4 

Question 1: Sheet E-100 Potentially shows Electrical & security pathways and cabling are to 
be ran parallel and ran to the same handhole. Code does not allow this unless 
there is a divider inside the handhole. Should we provide handhole Divider? If so 
what model number, design, etc.? Or a separate handhole for two different 
systems? Please advise. 

Answer: Article 770.133 paragraph 2 of NFPA 70-2017 nonconductive optical fiber cables 
are permitted to occupy the same cable tray or raceway with other conductors for 
electric light and power circuits operating at 1000 volts or less. Further, see note 
1 of general notes on Sheet E-001: ALL WORK SHALL CONFORM TO THE 
REQUIREMENTS OF THE NATIONAL ELECTRICAL CODE, NATIONAL 
ELECTRIC SAFETY CODE, N.F.P.A., O.S.H.A. REGULATIONS AND ALL 
OTHER EXISTING CODES AND REGULATIONS OF AUTHORITIES WHICH 
HAVE JURISDICTION. 

RECEIPT OF THIS ADDENDUM SHALL BE ACKNOWLEDGED BY WRITING THIS 
ADDENDUM NUMBER AND DATE IN THE SPACE PROVIDED ON DOCUMENT 00410-7, 
‘ADDENDUM ACKNOWLEDGEMENT - ATTACHMENT A.’ 

       /s/  Roy  Petrey
       Roy  Petrey,  P.E.
       Project Manager 
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